EA Credit 1: Optimize Energy Performance
1-10 Points

Intent

Achieve increasing levels of energy performance above the baseline in the prerequisite standard
to reduce environmental and economic impacts associated with excessive energy use.

Requirements

Select one of the three compliance path options described below. Project teams documenting
achievement using any of the three options are assumed to be in compliance with EA Prerequisite
2

OPTION 1 — WHOLE BUILDING ENERGY SIMULATION (1-10 Points)

Demonstrate a percentage improvement in the proposed building performance rating
compared to the baseline building performance rating per ASHRAE/IESNA Standard
90.1-2004 (without amendments) by a whole building project simulation using the
Building Performance Rating Method in Appendix G of the Standard. The minimum
energy cost savings percentage for each point threshold is as follows:

New Buildings Existing Building Renovations Points
10.5% 3.5% 1
14% 7% %
17.5% 10.5% 3
21% 14% 4
24.5% 17.5% 5
28% 21% 6
31.5% 24.5% 7
35% 28% 8
38.5% 31.5% 9
42% 35% 10

Appendix G of Standard 90.1-2004 requires that the energy analysis done for the Building
Performance Rating Method include ALL of the energy costs within and associated with the
building project. To achieve points using this credit, the proposed design—

e must comply with the mandatory provisions (Sections 5.4, 6.4, 7.4, 8.4, 9.4 and 10.4) in
Standard 90.1-2004 (without amendments);

e must include all the energy costs within and associated with the building project; and

e must be compared against a baseline building that complies with Appendix G to Standard
90.1-2004 (without amendments). The default process energy cost is 25% of the total energy
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